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Introduction
Renewable energy has an increasing role in achieving the goals of sustainable development, energy security and environmental protection. Nowadays, it has been recognized as one of the most promising clean energy over the world because of its falling cost, while other renewable energy technologies are becoming more expensive [1] , [2] .
Wind energy is one of renewable energy which produced by continuously blowing wind and can be captured using wind turbines that convert kinetic energy from wind into mechanical energy and then into electrical energy [3] . Today, wind energy is widely used to produce electricity in many countries such as Denmark, Spain, Germany, United States, and India [4] .
A lot of researchers have been studying the wind speed characteristics and its potential as a wind power generation in many countries worlwide. Six kinds of numerical methods for estimating Weibull parameters were reviewed by [5] ; i.e. the moment, empirical, graphical, maximum likelihood, modified maximum likelihood, and energy pattern factor method. The result showed that the maximum likelihood modified maximum likelihood and moment methods present relatively more excellent ability throughout the simulation test. From analysis of actual data, it is found that if wind speed distribution matches well with Weibull function, the six methods are applicable, but if not, the maximum likelihood method performs best followed by the modified maximum likelihood and moment methods, based on double checks including ISSN: 1693-6930 TELKOMNIKA Vol. 9, No. 3, December 2011 : 575 -582 576 potential energy and cumulative distribution function. Wind speed and direction at 20 m and 30 m above ground level and in the Gulf of Tunis were studied by [6] during 2008. The obtained results can be used to perform wind park project and confirm that the Gulf of Tunis has promising wind energy potential. A new formulation for the turbine-site matching problem was presented by [7] , based on wind speed characteristics at any site, the power performance curve parameters of any pitch-regulated wind turbine, as well as turbine size and tower height. The results revealed that higher tower heights are not always desirable for optimality. Various performance factors of a 10 kW hybrid (wind and solar) power plant, which is having 60:40 power generation share of wind power to solar power were analysed by [8] . The study shows that there is mismatch between the designed and actual plant load factor (PLF), as well as the power generation share of the wind and solar power plant. Fuzzy and neural netrwork generator speed controller is simulated by [9] using Matlab Simulink, the result shows that the both controller was successfully regulates the output power when the wind speed above the wind turbine rated and the output power can be maximum when the wind speed below the wind turbine rated.
This paper presents an analysis of the wind speed characteristics in Perlis, Northern Malaysia for the year of 2006. The characteristics consist of daily, monthly and annual mean wind speed. The Weibull distribution function is applied to analyze the wind speed characteristics and used to calculate the wind power generation potential. Potential of wind power generation is observed and analyzed during 24 hours (9 th March 2011).
Research Method 2.1. Location and Data Collection Description of Meteorological Station
Base on Meteorological Station in Chuping Perlis, Perlis (6 0 29 ' N , 100 0 16 ' E) has about 795 square kilometers land area, 0.24% of the total land area of Malaysia, with a population about 204450 people [10] , as shown in Figure 1 . 
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The data collections of wind speed are obtained from two weather stations. The first is Meteorological Station in Chuping that installed at a height of 21.7 m above ground level and records hourly wind speed, from the hourly data can be calculated the daily data and the second is Electrical Energy and Industrial Electronic System (EEIES) Cluster Station, Universiti Malaysia Perlis (UniMAP) in Kangar, Perlis, Northern Malaysia that installed at a height of 10 m above ground level and records the wind speed data every minute. Both weather stations use Vantage Weather Station Pro2.
In this research, a wind power generation is installed in front of EEIES Cluster, Universiti Malaysia Perlis as shown in Figure 2 . The potential of wind power generation is observed and analyzed during 24 hours (9 th March 2011).
Figure 2. Wind power generation is installed in front of EEIES cluster, Universiti Malaysia Perlis

Weibull Distribution
The value of wind speed always changes every time. The observed wind speed data in a period of time can be analyzed and gives information on the percentage of time for which the speed is within a specific range. To analyze the data is usually presented in the form of frequency distribution.
There are several probability density functions, which can be used to present the wind speed frequency curve. The Weibull distribution is the most commonly used statistical distribution for representing wind speed data. This function has the advantage of making it possible to quickly determine the annual wind energy production of a given wind turbine.
In Weibull distribution, the variations in wind speed are characterized by the two functions [11] :
• The probability density function.
• The cumulative distribution function. The probability density function
indicates the percent of time for which the wind flows with a specific wind speed. It is expressed as [1] , [11] . 
where v is the wind speed, c is a Weibull scale parameter and k is a dimensionless Weibull shape parameter.
The cumulative distribution function ) (v F is also called the cumulative density function or simply the distribution function, it gives the percent of time that the wind speed is equal or lower than the wind speed, v . It is expressed by the integral of the probability density function.
In order to estimate Weibull k and c parameters, numerous methods has been proposed over last few years. In this study, the two parameters of Weibull are determined using mean wind speed, v and standard deviation,σ [1] , [5] , [11] .
where ( )
is gamma fuction that relates to the scale parameter, k .
The mean wind speed ( v ) is given by
The standard deviation ( σ ) is given by
Wind Power Density
For a period of measurement the mean wind power density (the available power of wind per unit area) is given by the following expression [6] :
where ρ is the standard air density ( 
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The standard wind speed height extrapolation equation is given by [12, 13] .
where v is the wind speed at the height h , 0 v is the original wind speed at the height 0 h , and α is the friction coefficient, which depends on the surface roughness and atmospheric stability.
In this study, the wind speed data was measured at the height of 21.7 m above the ground level, therefore the value of α can be obtained from the following expression [14] . The wind energy density for a period of time can be calculated as
where T is the time period. For the annual wind energy density estimation the value of 8640 h is used [6] , or 8760 h if 365 days in year is required.
Results and Analysis 3.1. Daily and Monthly Wind Speed
The daily and monthly wind speeds for the year of 2006 are measured by the meoterological station in Chuping, Perlis, Northern Malaysia as shown in Figure 3 . The maximum, minimum and mean daily wind speeds during the year are 2.4000 m/s, 0.3000 m/s and 1.1003 m/s. The early and the end of the year (January to March and November to December), the monthly wind speeds are high (above 1 m/s), it is effected by the northeast monsoon that has major rainy season in the country, it develops in conjunction with cold air outbreaks from Siberia that produces heavy rain and stronger wind speed. The middle of the year, their values are low (below 1m/s). 
Wind Speed Distribution Function
Weibull distribution function is usually used to describe the wind speed distribution of a given location over a certain period of time. In this paper, the annual Weibull distribution function is derived from the available data and shown in Figure 4 .
The result shows that on 2006 has the probability density of 81.06% with the shape parameter, k of 2.49, scale parameter, c of 1.24 m/s, standard deviation,σ of 0.4757 and its wind speed is 1.01 m/s. Based on the above analysis of the Weibull distribution function, it is necessary to develop a special wind power generation capable of harnessing the little wind resource available in Perlis.
(a) Probability density (b) Cumulative probability distribution Figure 4 . Wind speed probability
Wind Power and Energy Density
The evaluation of the wind power and energy per unit area are an importance information of wind power project assessment. During 2006, the wind speed data at 21.7 m above ground level is evaluated to obtain the monthly mean wind power and energy density as shown in Figure 5 
Wind Power Generation
Wind speed is observed and analyzed during 24 hours (9 th March 2011) using Davis Weather Station Pro2 of EEIES Cluster Station in Kangar, Perlis, Northern Malaysia. Every minute the equipment records the wind speed as shown in Figure 6 . The maximum and average wind speeds during this time are 7.61 m/s and 3.03 m/s, respectively. The wind spins blade of the wind power generation and produces direct current (DC) electricity. Open circuit output voltage of the wind power generation is measured using a DC voltage logger every minute as shown in Figure 7 (a). If it is connected to a resistor of 10 ohm, therefore DC current will flow through the resistor as shown in Figure 7 (b). According to the result, for a 24 V wind power generation, it gives 10% of its total output voltage. 
Conclusion
Based on wind speed data for the year of 2006 has the probability density of 81.06%
with the shape parameter, k of 2.49 and its wind speed is 1.01 m/s. Based on the above analysis of the Weibull distribution function, it is necessary to develop a special wind power generation capable of harnessing the little wind resource available in Perlis. According observation during 24 hours ((9 th March 2011), for a 24 V wind power generation, the wind power gives 10% of its total output voltage.
